APPENDIX B: Water Intrusion Response Plan Flow Chart

Water intrusion occurs

Determine category, PPE & potential hazards

Stop water source & start water extraction process

Category 1 Water

FM will determine if water intrusion will be handled in house.

NO

YES

Contact mitigation contractor & EHS

1. Assess building material moisture and suspect asbestos materials.
2. Remove cove base.
3. Drill weep holes if drywall.
4. Set up dehumidifiers & fans in affected areas.

Dry within 48 hours

NO

Contact EHS

YES

Start restoration

Categories 2 & 3 Water

FM will determine if water intrusion will be handled in house.

NO

YES

Contact mitigation contractor & EHS

Contact EHS